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DRAWING NO.

FULTON COUNTY STANDARD DETAIL 804

2" WATER METER INSTALLATION

804

NOTES:

1. SERVICE LINE SHALL BE 2" DIAMETER FROM THE MAIN

TO THE METER

2. USE ALL COMPRESSION GRIP JOINTS

3. INSTALLATION SHALL ALLOW ADEQUATE ROOM TO

REMOVE AND/OR REPAIR METER

4. METER BOX SHALL BE APPROXIMATELY 24" X 36" X 18"

5. TYPE K COPPER SERVICE LINE MUST BE CONTINUOUS

FROM METER TO MAIN.

6. SERVICE SHALL HAVE 18 IN. MINIMUM COVER AT

METER AND 30 IN. MINIMUM COVER BETWEEN MAIN

AND METER.

2" FIP

2" BALL VALVE

2" BALL VALVE

2" BALL VALVE

2" FIP

BYPASS DETAIL

NTS

COMPOSITE OPEN BOTTOM

METER BOX AND COVER

BRASS SADDLE

W/ SILICON

BRONZE STRAPS

TYPE K COPPER

SERVICE TUBING

2" METER

CURB STOP
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METER INSTALLATION ELEVATION DETAIL

NTS

TWO COURSES OF BRICK

(8 BRICKS EACH COURSE)

LENGTH AS NECESSARY

FOR METER ASSUMBLY

MAXIMUM LENGTH TO ALLOW MANUFACTURER'S RECOMMENDED CLEARANCES

PROVIDE

GOOSENECK

NEAR METER

FOR

EXTRA SLACK

MAINTAIN 4' DEPTH TO

AVOID CONFLICT WITH

OTHER UTILITIES

SET A BLUE PAINTED

2" X 4" WOODEN

POST AT THE METER.

BURY POST 18-INCHES.
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